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OFP (Over Fill Protection) Incident. 
What
• While filling a fuel tanker in a Victorian terminal this year a compartment was overfilled due 

to operator error, the incident was made more serious when the overfill protection probe 
failed to activate the gantry shutdown system.

Lessons learned
• Driver entered the wrong compartment and quantities in the bay controller.
• Drive did not cross check the connection before pressing the start button.
• The Civacon probe that failed was similar to probes that had been previously subject to 

an Australia wide industry recall in 2012, the probes distributed by Treloar Group Pty 
Limited.

SLP Recommendations
• If your tanker is fitted with Civacon probes that are designed with a recessed glass prism’s in the tip of the probe 

(see photos) please have these probes replace immediately, as these probes do not fail in a safe manner.

SLP Inspection Locations
• When completing a hydrostatic test or any other general maintenance where an over fill protection probe is 

checked or removed, please ensure the the probe is verified by the inspector, if the probe is found to be a glass tip 
Civacon Probe, then the probe must be replaced with a suitable manufacture recommended replacement.


